
Motor may start automatically. Automatic start may injure persons and
damage machines. Automatic restart is possible when “automatic reset”
is active. See Figure 2 in section 6/8.
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DO NOT ATTEMPT TO INSTALL OR PERFORM MAINTENANCE ON

EQUIPMENT WHILE IT IS ENERGIZED. DEATH, SEVERE PERSONAL INJURY,

OR SUBSTANTIAL PROPERTY DAMAGE CAN RESULT FROM CONTACT WITH

ENERGIZED EQUIPMENT. ALWAYS VERIFY THAT NO VOLTAGE IS PRESENT

BEFORE PROCEEDING WITH THE TASK AND ALWAYS FOLLOW GENERALLY

ACCEPTED SAFETY PROCEDURES.

NOARK IS NOT LIABLE FOR THE MISAPPLICATION OF ITS PRODUCTS.
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Ex9R38 Thermal Overload Relay
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